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ALL JOINTS AND SEAMS WELDED

ELEVATION  DETAIL

NOT TO SCALE

EXHAUST FAN SCHEDULE
UNIT NUMBER ESF—1
SERVICE ELEVATOR SHAFT VENT.
MANUFACTURER TJERLUND
MODEL # IL (FOR 14"92)

; C.F.M. 1270

N | STATIC PRESS. (IN WG) 0.158"

S 7FaN RPM 1725
FAN BHP -

M TYPE ODP

(T) H.F. 1/3

g MOTOR R.P.M 1725

% VOLTAGE /PHASE 115V — 1@

g TYPE -

T NEMA SIZE -

A | STARTER

R CONTROL FIRE ALARM & T'STAT(T)

E AUX. CONTACTS

R @ &

@FAN SHALL ACTIVATE & DAMPER SHALL OPEN UPON THE ACTIVATION OF THE FIRE
ALARM OR IF COOLING THERMOSTAT IN ELEVATOR MACHINE ROOM OR AT TOP OF

SHAFT EXCEEDS SETPOPINT (INITIALLY SET FOR 90'F)
@ PROVIDE 2—HR INSULATION FOR FAN HOUSING IF WITHIN 18" OF COMBUSTIBLES.

@ FAN SHALL BE ON EMERGENCY POWER.
PROVIDE DISCONNECT SWITCH & RELAY.
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'FOR MOTORIZED
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—FOR MOTORIZED
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FOR AHU SHUTDOWN,
COORDINATE WITH
HVAC CONTRACTOR

P2-12,14,16

NOTE:
PROVIDE 20A BRANCH CIRCUIT FROM ESF—
gl[SRg(L)jl{[r BREAKER IN PANEL SP. bl e
NECT SHALL BE FURNISHED WITH EXHAUST FAN
COORDINATE LOCATION OF FAN WITH HVAC CONTRACTOI-?.

PROVIDE CONTROL MODULES AT ESF—1 AND DAMPER
PROGRAM FACP TO ACTIVATE FAN AND OPEN DAMPER; UPON
FIRE ALARM. UPON CLEARING AND RESET AT THE FACP, FAN
SHALL STOP AND DAMPER SHALL CLOSE. PROVIDE ALL

WIRING, RELAYS, AND PROGRAMMING
THE. SEOlENEING. REQUIRED TO PROVIDE
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